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February 12, 2015 

Please fmd enclosed the application for the geothermal heat pump system at 1064 Washington 
Rd, Rye NH to become registered as a Class-I Thermal generating facility pursuant to Puc 2500. 

The contact information for the applicant: 

Tom Mack 
1064 Washington Rd 
Rye NH 03870 
(603) 496-9323 
tjmack2@yahoo.com 

Mr. Mack will be using Revolution Energy Aggegation as the Aggregator. Mr. Mack seeks 
approval of using Ground Energy Support (GES) as the Independent Monitor even though he is 
also using metering equipment sold by GES, as approved for Rolling Dog Farm in DE 14-237. 
In addition, pursuant to Puc 2505.02(d) Mr. Mack requests eligibility to be issued certificates for 
metered energy production beginning August 5, 2014. 

As per the instructions, I have enclosed the originals and two copies and will forward electronic 
versions to yourself and Ms. Bernstein. Please let me know if you have any questions or need 
any additional information. 

Cc: Michael Krinsky 

Respectfully, 

J. Matthew Davis, Ph.D. 
Vice President, CTO 



State of New Hampshire 
Public Utilities Commission 

21 S. Fruit Street, Suite 10, Concord, NH 03301-2429 

DRAFT 
APPLICATION fORM FOR 

RENEWABLE ENERGY SOURCE ELIGIBILITY FOR 

CLASS I THERMAL SOURCES WITH RENEWABLE THERMAL ENERGY CAPACITY 

200,000 BTU/HR OR LESS 
Pursuant to New Hampshire Administrative Code PUC 2500 Rules 

• Please submit one {1) original and two {2) paper copies of the completed application and cover letter* to: 
Debra A. Howland 
Executive Director 

New Hampshire Public Utilities Commission 
21 South Fruit Street, Suite 10 

Concord, NH 03301-2429 

• Send an electronic version of the completed application and the cover letter electronically to 
executive.director@puc. nh .gov. 

* The cover letter must include complete contact information and identify the renewable energy class for 
which the applicant seeks eligibility. Pursuant to PUC 2505.01, the Commission is required to render a 
decision on an application within 45 days of receiving a completed application. 

If you have any questions please contact Barbara Bernstein at (603) 271-6011 or 
Barbara. Bernstein@puc. nh.gov. 

Only facilities that began operation after January 1, 2013 are eligible. 

Is this facility part of a Commission approved aggregation? 
Yes X No 

Aggregator's Company Name: Revolution Energy Aggregation 
------------~~=-~---------------------------------

Aggregator Contact Information: Mike Behrmann (mike@rev-en.com ) 
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Part 1. General Application Information 

Please provide the following information: 

Applicant 

Name: TARA & TOM MACK 

Mailing Address: 1064 WASHINGTON RD 

Town/City: RYE State: NH 
-----------------------------

Zip Code: 03870 
-------------

Primary Contact: _T_O_M __ M_A_C_K ________________________________________________ _ 

Telephone: 603 496 9323 Cell : 603 496 5573 

Email Address: tjmack2@yahoo.com 

Facility 

Name: TJMACK 

Physical Address: SAME AS ABOVE 
---------------------------------------------------------

Town/City: State: Zip Code: 
------------------------- ------

If the facility does not have a physical address, the latitude: &longitude 
-----

Installer 

Name: ULTRA GEOTHERMAL 

Installer License Number, if applicable: N/A 
~~---------------------------------------

Mailing Address: 130 OLD CONCORD TURNPIKE 

Town/City: BARRINGTON State: NH Zip Code: 03825 -------------

Primary Contact: MELISSA AHO 
---------------------------------------------------------

Telephone: 603 868 7878 Cell: 

Email Address: ultrageothermal@peoplepc.com 

If the equipment was installed by the facility owner, check here: 

If the facility operator is different from the owner, please provide the following: 

Facility Operator Name: 

Facility Operator Telephone Number: 
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Independent Monitor 

Name: GROUND ENERGY SUPPORT LLC 

Mailing Address: 9 MADBURY RD, SUITE 402 

Town/City: DURHAM ~~e: NH Zip Code: 03824 ------------------------------ -------------

Primary Contact: RUTH DAVIS ------------------------------------------------------------
Telephone: 603 867-9762 Cell: 603 339-1164 

Email Address: rdavis@groundenergysupport.com 

NEPOOL/GIS Asset ID and Facility Code 

In order to qualify your facility's electrical production for RECs, you must register with the NEPOOL- GIS. 
Contact information for the GIS administrator follows: 

James Webb 
Registry Administrator, APX Environmental Markets 
224 Airport Parkway, Suite 600, San Jose, CA 95110 

Office: 408.517.2174 
jwebb@apx.com 

Mr. Webb will assist you in obtaining a GIS facility code and an ISO-New England asset ID number. 

GIS Facility Code# Asset ID # NON43050 
------------------------------

Has the facility been certified under another non-federal jurisdiction's renewable portfolio standards? 

Yes c:J No I X I 
If you selected yes, please provide proof of certification in the form of an attached document as 
Attachment 1-8. 
Attach any supplementary documentation that will help in classification of the facility as Attachment 1-9. 

Part 2. Technology Specific Data 
All Technologies 

Renewable energy source: Solar 0 

I Rated Thermal Capacity : 

Geothermal liil Biomass 0 

Btu/hr 54,700 MW equivalent 0.016 
--~------------------- ----------------------------

Please show your 
calculation here: 54,700 I 3,412,ooo 

Date of initial operation using renewable source: April 30, 2014 
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Part 3. Metering and Measurement of Thermal Energy and REC Calculations 
This section covers the thermal metering system including methods for calculation and reporting useful thermal 
energy. A copy of PUC 2506.04 of the RPS rules is included as Appendix A of this application. Applicants for 
small thermal systems may choose to meter the thermal energy generated (Part 3A) or use a simplified approach 
employing run time meters (Part 3B) coupled with calculations to estimate energy production based on operating 
time. 

Indicate method used and complete corresponding section of the application: 

Select Attachment Number Description 
one 
0 3A (see page 5-6) Metering with a Heat Meter pursuant to 2506.04(g)(1) 
0 3B-Solar (see page 7) Runtime metering of solar thermal pursuant to 2506.04(h) 
lKI 3B-Geothermal (see page 7) Runtime metering of geothermal pursuant to 2506.04(i) 
0 3B-Biomass (see page 8) Runtime metering of biomass pursuant to 2 506.04(j) 

Only complete the section of the application that corresponds with the attachment number checked above. 

3A. Metering with a Heat Meter 

Using the table below, identify the thermal metering system packaged system or custom components (e.g., 

heat meters, flow meters, pressure and temperature sensors) used to measure the useful thermal energy and 
enter the accuracy of measurement for the entire system: 

System or 
Product name Product Manufacturer Model No. 

Component 

N/A 

Total System Accuracy (Percent) l% 
Attach component specification sheets (Accuracy, Operating Ranges) as Attachment 3A-1. 
Attach a simple schematic identifying the location of each sensor that is part of the metering 
system as Attachment 3A-2. 
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Check the applicable standard for meter accuracy prescribed in Puc 2506.04 among the six choices below 
(compliance with Puc 2506.04 shall be certified by a professional engineer licensed by the state of New 
Hampshire and in good standing): 

If the facility is using a liquid or air based system, check the method that applies: 

A Installation and use of heat meters capable of meeting the accuracy provisions of European 0 
Standard EN 1434 published by CEN, the European Committee for Standardization. The heat 
meter shall have the highest Class flow meter that will cover the design flow range at the point 
of measurement and a temperature sensor pair of Class 5K or lower. 0 

B Installation and use of meters that do not comply with European Standard EN 1434, 0 
provided that the manufacturers' guaranteed accuracy of the meters is ±5.0% or better, 0 

c Use of an alternative metering method approved pursuant to Puc 2506.06. 0 

If the facility is using a steam-based system, check the method that applies: 

A Installation and use of meters with accuracy of ±3.0% or better. 0 
Installation and use of meters with system accuracy that do not meet 2.b.1) but are ±5% or 

B better. 0 
c Use of an alternative metering method approved pursuant to Puc 2506.06. 0 

Please summarize the manufacturer's recommended methods and frequency for metering system calibration 
and provide reference for source document (e.g. owners/operators manual): 

REC Calculation Discount Factor 

REC Calculation Discount factor for meter accuracy. (Enter 0 if no discount is required): 

If the meters used to measure useful thermal energy comply with the accuracy of the European 
Standard EN 1434 for liquid systems or use of meters with accuracy of ±3.0% or better for steam 
systems enter zero, for all other systems enter the sum total of the manufacturer's guaranteed 
accuracy of the meters used or the accuracy of the alternative method approved pursuant to Puc 
2506.06. 

6 

% 

% 



3B-Solar for Systems Using Solar Technologies 

This method for calculating useful thermal energy is based on the run time of the collector system's circulating 
pump. Please fill out the following information regarding the meter at your facility. 

Product Name N/ A 
~~-----------------------------------------------------------

Product Manufacturer Model Number ---------------------

In order to calculate the useful energy produced by a solar thermal facility, please fill out the following 
information on variables determined one time for the calculations: 

Variable Definition Value Units 

R 
SRCC OG100 rating on Medium Radiation C 

Thousands of Btu per day 
Conditions 

L Orientation and shading losses Percentage as a decimal < 1 

h 
Conversion factor from SRCC OG100 to hourly 

11 Hours per day 
basis 

Please refer to Appendix A, Puc 2506.04 Metering of Sources that Produce Useful Thermal Energy subpart H to 
determine the useful thermal energy of your facility. 

3B-Geothermal for Systems Using Geothermal Thermal Technologies 

This method for calculating useful thermal energy is based on the run time of the system's ground loop pump. 
Please fill out the following information regarding the meter at your facility. 

Product Name GxTracker 
~~~~-------------------------------------------------------

Product Manufacturer Ground Energy Support 

Model Number GxTracker- Power 

In order to calculate the useful energy produced by a geothermal thermal facility, please fill out the following 
information for each heat pump installed at facility: 

AHRI Certified Heat Pump Performance Ratings 

Part Load Full Load 
N Manufacturer Series/Model 

COP [-] HC [MBtuH] HC [MBtuH] 

1 Bosch SM070-1CSC 3.9 46,300 54,700 

Total system heating capacity (sum of Full Load He): 54,7000 
Please refer to Appendix A, Puc 2506.04 Metering of Sources that Produce Useful Thermal Energy Subpart I to 
determine the useful thermal energy of your facility. 
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Part 4. Affidavits 
The following affidavits must be completed by the owner and a NH Professional Engineer attesting to the accuracy 
of the contents of the application pursuant to PUC 2505.02 (b) (14). 

Owners Mfidavit 

. ....-- . 

1, I Ito Mot. 5 T ¥Vlqe-k 
AFFIDAVIT 

have reviewed the contents of this application and attest that it is accurate and 

is signed under the pains and penalties of perjury. 

-=------ / _ _A 
Applicant's Signature j L.-..._ _}__.-~ 

'_J-- I 
Applicant'sPrintedName Ti:;o vvv:;,S _1. VV)qc.Az_ 

Date 

Subscribed and sworn before me this 11 Day of (Month) in the year 

Countyof ~~ State of 

Notary Pubi ic/Just ice of the Peace Seal 

ERIN TERRY 
Notary Public, Slate of New Hampshire 
· MyGommission.Exp~·~s Mar. 7, 2017 

NH Professional Engineer Affidavit 

AFFIDAVIT 
I, 1T ~~ttcfh\4 ft't , J(Cl7J attest that this facility meets the requirements of the thermal REC 
eligibility reqc:tlrements of Puc 2500, including the thermal metering and measurement methodologies and 

standards and REC calculation methodo~ • _!____ _ 
Professional Engineer's Signature ~ Date ----=:..,ef,__q+/t-'r"""'~:...._ ____ _ 

NH Professional Engineer License Number l~'t-'l ~ 
PE Stamp 
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AFFIDAVIT 

PERSONALLY came and appeared before me, the undersigned Notary, the within 

named ~ ~ , who is a resident of 42oc..-~~~""- County 

in the State of ~~~~,·K-~ , and makes his/her statement and Affidavit 

upon oath and affirmation of belief and personal knowledge that the following matters, 

facts and things set forth are true and correct to the best of his/her knowledge: 

The geothermal heat pump system located at, 

Street: I 0 b L/ W'1 sli:~fu+M (?_J 
Town : aye_ . ' 
State: Ne~ r+cs v'V\p sL-ll r e-

began operation after January 1, 2013 and is installed 

and operating in compliance with applicable building 

codes. 

DATED this _}_]_ day of j; 1A. UC\ r + 20 ;5" 
'-

SWORN to subscribed before me, this ~1 day of_-+hr.:..-:----':.......!.--+---' 20__;:;_l~_-_ 

NO~-

My Commission Expires: ~ I. dOl( 

ERIN TERRY 
Notary Public, State o~ New Hampshire 
My Commission Expires Mar. 7, 2017 



~~~~CERTIFIED® 
www. ah r 1directory. org 

This combination qualifies for a Federal Energy 
Efficiency Tax Credit when placed in service 

between Jan 1, 2006 and Dec 31, 2016 and used in 
GLHP or GWHP application point. 

Certificate of Product Ratings 
AHRI Certified Reference Number: 7499720 Date: 1/8/2015 tStatus: Active 

Product: Water/Brine to Air Heat Pump Split System, W/ No Indoor Fan 

Model Number: SM070-1CS*-*****A 

Indoor Model Number: DX071-1CC/UC* 

Manufacturer: BOSCH THERMOTECHNOLOGY CORP 
Trade/Brand name: BOSCH 

Rated as follows in accordance with ANSI/AHRI/ASHRAE/ISO Standard 13256-1 for Water-to-Air and 
Brine-To-Air Heat Pumps and subject to verification of rating accuracy by AHRI-sponsored, independent, third 
party testing: 
Cooling Air Flow Rate: 
Heating Air Flow Rate: 

2250.0 I 2250.0 
2250.0 I 2250.0 

WLHP (Water-Loop Heat Pumps) 
Cooling Capacity(Btuh) 
Cooling EER Rating(Btuhlwatt) 
Cooling Fluid Flow Rate(gpm) 
Heating Capacity(Btuh) 
Heating COP(waWwatt) 
Heating Fluid Flow Rate(gpm) 

Full Load 
63400 I 63400 
12.90 I 12.90 
18.00 I 18.00 
82300 I 82300 
4.50 I 4.50 
18.00 I 18.00 

GWHP(Ground-Water Heat Pumps) 
Cooling Capacity(Btuh) 69900 I 69900 
Cooling EER Rating(Btuhlwatt) 19.00 I 19.00 
Cooling Fluid Flow Rate(gpm) 18.00 I 18.00 
Heating Capacity(Btuh) 68200 I 68200 
Heating COP(waWwatt) 4.00 I 4.00 
Heating Fluid Flow Rate(gpm) 18.00 I 18.00 

GLHP (Ground-Loop Heat Pumps) 
Cooling Capacity(Btuh) 65800 I 65800 
Cooling EER Rating(Btuhlwatt) 14.70 I 14.70 
Cooling Fluid Flow Rate(gpm) 18.00 I 18.00 
Heating Capacity(Btuh) 54700 I 54700 
Heating COP(waWwatt) 3.50 I 3.50 
Heating Fluid Flow Rate(gpm) 18.00 I 18.00 

Cooling Air Flow Rate - Part Load: 
Heating Air Flow Rate- Part Load: 

Part Load 
49900 I 49900 
14.30 I 14.30 
18.00 I 18.00 
63700 I 63700 
5.00 I 5.00 
18.00 I 18.00 

55200 I 55200 
23.50 I 23.50 
18.00 I 18.00 
51400 I 51400 
4.20 I 4.20 
18.00 I 18.00 

1750.0 I 1750.0 
1750.0 I 1750.0 

• Ratings followed by an asterisk(*) indicate a voluntary rerate of previously published data, unless accompanied with a WAS, which indicates an involuntary rerate. 

CERTIFICATE NO.: 

AIR-CONDmONING, HEATING, 
& REFRIGERAnON INSmUTE 

we make life better'N 



NH REC 

NH Independent Monitor: Facility Contact: 

Name: ]Lt-fh ]a Vt. S G-E S Name: tom H ac.l< 

Street: 

City/Town: 

I D ~ ~ 4Jo.b~ I o8hv, RJ. Date: 

R Yfl County: 

ld../Jr-/1~ 
'Roc.Kr njha rn 

Pressure Tank [Y ~ I Water Filter [Y I Flow 

0 Ground Water (GWHP) or ~ Ground (GLHP) 

Sources: Do any of the heat pumps have a supply other than ground loop? [Y /N] 

Model Name COP HC EER Full Load 

N Manufacturer Series-Capacity plate Part Load, GWHP or GLHP HC 

Photo 

1 Bosch SH D?-0- !C'SC. ~ '3.9 'i~ 30 D l'l' ~ 5y i-oO 

2 D 

3 D 

Meter Manufacturer:_q~_l.(n d_£ner(f'[ SupporfModel: _G=--'-Y:--'T'.___--'-f_D_UJ_e_r __ _ 

HP 

1 

2 

3 

EWT LWT 
Runtime Sensor Heating Cyde 

Sensor Sensor 
Type: Type: Type: Cr Start: j.: ·to PlY. on-PiPe on- Oi i)-e if 
ID: G-i 1/l? L[ !D: G /111 g!; ID: 6 (v·'h End: 

tr· i()j .".:.1 ~ os.~ tlrn 
Type: 1ype: Type: Start: 

ID: ID: ID: End: 0 

Type: Type: Type: Start: 

ID: ID: ID: End: 0 

Temp sensors: OMP=on metal pipe; OPP=on plastic pipe; TW=thermal well, HP= inside heat pump 

Runtime sensors: CS= current switch; CT = current transducer; FM =Flowmeter . 

../ indicates heat pump cycle was correctly recorded by meter. 

/ 

1 



NH Thermal REC 
Meter Readings: 

Small Geothermal Inspection Report 

~ONUNE: Connection type: ~rect Ethernet 0 Powerline Adapter 0 Wireless 

0 MANUAL: Photograph meter display and note location of heating runtime [hrs]. 0 

Useful Thermal Energy: 

~e5; devrh a I If-co. f(n J an J Coo{; 11 'j 
Conditioned Space (Square Feet): _3::..J~O~O...::O:........J£,__±L-?..-------

Description of Use(s): 

Unusual circumstances, if any: -----------------

Total System Heating Capacity (sum of Full load HC on previous page): 5t.f -=f- CO Bi\Lh 
Nameplate Photographs: 

lb"tO 

=~:::: AA2207 - VV2300//V15/B25 • - V10/BO 8/9/8 «V 
9/715 ltV 

Independent Monitor Signature: ~ --ti.. ci::D a J/..0 Date: p. j, ' ;, 'f 
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Geothermal Heat Pump Runtime Metering Ground Energy 
: I)() -

Document applies to: 
The GxTracker™ is an easy-to-install web-based monitoring system that displays 
ground source heat pump (GSHP) system operating data an online data portal. 

GxTracker-Basic 
GxTracker-Power 
GxTracker-PowerPius 

Heat Pump runtimes are stored in separate heating- and cooling-runtime registers 
and can be used to compute Useful Thermal Energy produced in compliance with 
New Hampshire Public Utilities Commission (Proposed) Rule 2500. 

System Components: Each GxTracker Monitoring System consists 

of three essential components to measure heating runtime: 

• Ethernet gateway to transmit data to GES server 
• On-pipe temperature sensor pair to measure entering and 

leaving water temperatures (EWT and LWT) 
• Current or flow sensing device to detect heat pump activity 

Operating Algorithm: 

Heat Pump data is posted to GES server once per minute using local 
internet connection. 

Heat Pump On/Off status determined from electric input to compressor 
(current switch, current transducer, or watt meter) or in line flowmeter. 

If EWT > LWT, time interval is registered as "HEATING" 

If EWT < LWT, time interval is registered as "COOUNG" 

Thermal Energy Produced (Q) is calculated daily 
using the AHRI Certified COP and Heating Capacity _ HC ·(COP -1)· t 
(HC) and the metered heating runtime (t). Q- COP 

System Requirements: 

• Always-on internet connection. • 

• Exposed entering and leaving water 

pipes. 

• Up to three geothermal heat pumps. 

* Thermal energy produced when GxTracker 
is offline will not be reported and Thermal 
RECs are forfeited. 

~ 
Ground~ 

Quality Assurance: AHRI Certified COP and Heating Capacity and the continuous heat pump operating data are 
stored in a centralized and secure database, insuring reliable calculation of runtimes and the corresponding thermal energy 
production. Raw data is backed-up daily to an offsite location and stored for at least 90 days, allowing for independent 
verification, if necessary. 

Quality Control: For geothermal heat 
pumps that are providing building heating and 
cooling, GES develops a characteristic usage 
profile for each facility based on average outdoor 
air temperatures. GES staff are alerted to 
significant departures from the profile, enabling a 
check of meter operation and accuracy. 

Runtime Accuracy: The nominall-minute 
sampling interval used by the GxTracker devices 
result in a typical daily runtime error of less than 
0.5%. 

24 

0 

Maximum Expected 
Runtime 

10 20 30 

•• 
•I • 

• e 

• 
Observed Daily 
Runtimes 

40 50 

Heating Degree Days [65 F Base] 

0 
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Calibration Requirements: Metering of heating-mode runtimes uses amperage and temperature thresholds that 
exceed the sensor and drift errors of any sensors used; therefore no calibration is required. 
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