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INTERCONNECTION STANDARDS FOR GENERATING FACILITIES 

Any person or entity planning to operate a generating facility and connect it to the 
Company's facilities must receive approval from the Company prior to connecting the generating 
facility to the Company's facilities. A generating facility is any device producing electrical 
energy which can range in size from a small, residential photovoltaic solar installation to a large 
commercial generating facility. Inverter-based generating facilities sized up to 100 KVA must 
meet the requirements contained in the Company's "Interconnection Standards for Inverters 
Sized Up to 100 KVA", as approved by the Commission. The Standards provide information on 
the application process, time-lines and technical requirements and are available at the 
Company's web site at www.PSNH.com. For all other generating facilities, the Company must 
be contacted for site specific interconnection requirements prior to interconnecting the 
generating facilities with the Company's facilities. 
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